In order to better handle the new features that emerge at both ends of supply and demand, new measures are constantly being introduced, such as demand-side management (DSM) and prediction of uncertain output and load. However, the existing DSM strategies, like real-time price (RTP), and dispatch methods are optimized separately, and response models of active loads, such as the interruptible load (IL), are still imperfect, which make it difficult for the active distribution network (ADN) to achieve global optimal operation. Therefore, to better manage active loads, the response characteristics including both the response time and the responsibility and compensation model of IL for cluster users, and the real-time demand response model for price based load, were analyzed and established. Then, a collaborative optimization strategy of RTP and optimal dispatch of ADN was proposed, which can realize an economical operation based on mutual benefit and win-win mode of supply and demand sides. Finally, the day-ahead and intra-day integrative dispatch model using different time-scale prediction data was established, which can achieve longer-term optimization while reducing the impact of prediction errors on the dispatch results. With numerical simulations, the effectiveness and superiority of the proposed strategy were verified.
Introduction
Due to the restriction of resources and the environment and the continuous change in the type of load, the construction of a smart grid is steadily advancing in order to ensure the sustainability of resources and the environment and improve the efficiency and reliability of energy utilization, gradually changing the structure and operation status of traditional distribution networks. At the same time, the continuous connection of intermittent distributed renewable energy sources such as photovoltaic and wind power, the arrangement of energy storage devices, and combined heating and power micro-turbines, as well as the increase of observability and controllability of loads greatly enriched the means of control and the modes of operation while increasing the complexity of the distribution network, resulting in the control strategy and method of traditional distribution network appearing to become stretched. Therefore, the concept of the active distribution network coordinating the operation of distributed generation, active load and energy storage came into being [1] . However, due to the complexity of the renewable energy output characteristics, the different types of energy storage units and controllable load, as well as the continuous development and changes of the power grid architecture and operation control strategies, the optimization operation of the distribution network has become more and more complicated and is attracting increasing attention [2] [3] [4] [5] .
For the three major components of the active distribution network (ADN), such as source, storage, and load, the research on the modeling and application of conventional distributed generations and energy storages in active the distribution network is relatively mature [6] [7] [8] [9] . However, the connection of intermittent renewable energy brings new challenges to the operation of ADN. In order to deal with the uncertainty brought about by the supply side, the concept of demand-side management (DSM) was proposed, which targets the alteration of the consumer's demand profile, in time and/or shape, to match the supply [10] [11] [12] . Generally, by the motivation method offered to customers, demand response programs (DRPs), as one of the main DSM activities, can be divided into two main categories: price based and incentive based programs. For the application of DPRs, the formulation of incentive measures and the modeling of user's response to incentive are two important foundations. Then the optimal control of the grid based on DPRs can be implemented to achieve minimization of electricity cost, maximization of social welfare, minimization of aggregated power consumption or other goals. For example, a smart residential energy scheduling system has been designed to minimize residential electricity cost under different pricing schemes in [13] . A demand response repeated game has been proposed to achieve higher efficiency in reducing peak load demand and users' cost compared with the one-shot game in [14] . Considering that the energy prices and the demand of appliances are unknown ahead of time, an online load scheduling learning algorithm has been proposed to reduce the expected cost of users and the peak-to-average ratio in the aggregate load [15] . Although many methods and models have been proposed for these two problems, most of them are based on their applications in traditional distribution networks. When the applied scenario becomes an ADN, related methods and models still need to be improved to make full use of them in optimal dispatch, such as the real-time pricing model and the user response model of interruptible load (IL) [16, 17] .
At present, the mainstream real-time price model based on the optimal power flow uses the marginal cost theory to calculate the real-time price [18] , and the node electricity price represented by the electricity market of United States is determined by the model. Maximizing the total utility of users and energy providers is another important real-time pricing strategy. Quadratic user utility functions and power cost functions have been established in [19, 20] , with the objective of maximizing the utility of all uses and minimizing the cost of energy providers. Because energy providers and users are not a unified whole, researchers began to analyze the real-time price from a game perspective in order to better balance the interests of all entities [16, 21] . A Stackelberg game model has been established to describe the interaction between multiple energy providers and multiple users in [21] , in order to maximize the revenue of each utility company and the payoff of each user by setting a suitable price. However, the existing RTP models pay more attention to the pricing mechanism itself. The change of the load curve caused by the user's response to the operation mode and operating cost of the power grid is not reflected in these models. Only from the perspective of pricing, can the above researchers get a real-time price strategy under different scenarios, but it is difficult to achieve a global optimal economy from the operational point of view because the subsequent operation problems are not considered.
In addition, the current IL protocols are mostly deterministic protocols that can only be engaged by specific types of industrial users and cannot fully tap into the regulatory potential of different types of users. In fact, with the increase of residential electricity consumption and the increase of load with energy storage characteristic such as electric vehicles, there is also a wide range of IL resources. In order to better manage the IL, different demand response models have been established, such as model price elasticity [22] and user behavior [23] . In [24] , the customer baseline load estimated based on historical load data is used to parameterize the type of customer in the designed IL management. However, these models only consider the user's response probability to the incentives, and the response time characteristics are not properly modeled. With the gradual popularization of smart meters and smart appliances, it has been possible to monitor and control electrical equipment remotely [25, 26] . The smart power technology lays the foundation for small business users and even home users to participate in IL protocols. For example, a real-time demand response potential evaluation method has been proposed which is purely driven by smart meter data in [27] . Therefore, with the development of smart meters, the response characteristics of IL can be better modeled. However, until now few studies have established an accurate model to consider various aspects of the cluster users' response characteristics and their impact on the optimal dispatch of ADN.
In the aspect of optimal dispatch of ADN, the traditional method has been challenged due to the increase of uncertainty at the supply side and the original existence at the demand side. In order to deal with these uncertainties, different scheduling methods have been proposed, such as chance-constrained dispatch models, increasing reserve capacity, and stochastic scenario simulation methods. A model for optimizing multiple scenarios generated based on probability is proposed in [28] for active distribution systems expansion planning, incorporating distributed generation and load response uncertainties. Ref. [29] presents a model for calculating the optimal size of an energy storage system (ESS) in a microgrid considering reliability criterion. In ref. [30] , the uncertainties both of the demand side and the supply side are considered in the optimal operation scheduling of a comprehensive distributed energy resources system. On the other hand, with the development of renewable energy output forecasting technology, the convenience of dispatch is also significantly increased. For, example, forecasting technologies of different time windows have been widely used in wind farms and photovoltaic power plants. Predicted values of load demand and renewable energy generation are used in the optimal power scheduling for smart grids in [31, 32] . With the development of advanced metering infrastructures (AMIs), the load forecast becomes more accurate. In general, the predictions closer to the current time are relatively more accurate [33] . Therefore, the use of predicted data of different durations to establish coordinated scheduling models at different time scales is a very effective method to reduce the impact of uncertainty on scheduling results [2, 34] . However, with the increase of multi-type active loads and the addition of energy storage, how to establish an effective multi-time scale coordinated scheduling model still needs to be studied.
In [35] , the authors attempt to iteratively optimize generation scheduling and electricity pricing, but focus on the analysis of the user response model with time-of-use (TOU) price, using only simple generation cost and no detailed scheduling model of other important components in the ADN. Therefore, this paper attempts to integrate the real-time price with the source-storage-load coordination dispatch of the ADN, and realize the economic operation of the whole network while using the real-time price to guide the user's electricity consumption. Taking into account the above issues, this paper proposes a day-ahead and intra-day integrative dispatch model for ADN combined with real-time pricing. First, the response time characteristic of cluster users participated in IL protocols is analyzed and the compensation measures considering both responsivity and response time is put forward thereby. With the response model of real-time price, multi-type active loads models are established. Second, the mixed integer nonlinear programming (MINLP) model of day-ahead and intra-day integrated dispatch considering the source, storage and load characteristics of ADN is established using the multi-time scale moving horizon optimization method based on model predictive control (MPC), taking into account both the operating costs of the distribution system operator (DSO) and users' benefits. Finally, the real-time pricing and optimal dispatch of ADN are combined in the integrated optimization, and the optimal real-time price and economy operation of ADN are obtained.
The main contributions of this paper can be summarized in the following:
• Response models of multi-type active loads are established, especially the responsivity and response time model of IL and the compensation strategy.
• The day-ahead and intra-day integrated dispatch model considering the source, storage, and load characteristics of ADN is established using the multi time scale moving horizon optimization method based on MPC.
•
The real-time pricing and optimal dispatch of ADN are combined in the integrated optimization, in order to give full play to the guiding role of real-time price to users and realize global economy operation.
The rest of the paper is organized as follows. In Section 2, the model of operation and cost of active loads, micro-turbines, renewable energy and energy storage are established. The day-ahead and intra-day integrated dispatch model with multi-type active loads, micro-turbines, renewable energy, and energy storage participation is established in Section 3. Section 4 presents case studies and the results are obtained, and finally, Section 5 draws the final conclusions and discussion.
Source, Storage, and Load Models of the Active Distribution Network
Micro-turbines, energy storage devices, and active loads are the main control objects in the operation of ADN. Therefore, their operation and cost models are the basis for developing a source-storage-load coordinated control strategy for ADN, and they are modeled separately below.
Models of Active Load
According to the study of the US Department of Energy (DOE), demand response (DR) strategies in the electricity market are divided into two types according to different responses of users: price-based DR and incentive-based DR. Real-time price and IL protocol are the most important of these two measures and have the most potential for development. Establishing accurate user response models are of great importance to better exert the effect of demand response and then to develop better demand response strategies. Therefore, user response models for both DRs are first established.
User Response Model to Real-Time Price
The user's response to the electricity price can be described by the price elasticity of demand [36] . User's response to the current price change can be described as self-elasticity, and to the price change in other periods as cross-elasticity. Self-elasticity and cross-elasticity are defined as Equations (1) and (2), respectively.
where, ε ii is the self-elasticity of period i; ε ij is the cross-elasticity of period i to j, ∆d i is the change of demand during period i, d i is the initial demand of period i, ∆p i and ∆p j are the electricity price changes in periods i and j, respectively; p i and p j are the initial electricity price of period i and period j, respectively. Based on the definitions above, the relationship between the changes of demand and the changes of electricity price in n periods of a day can be expressed as Equation (3) .
where, ∆d is the demand change vector, ∆p is the electricity price change vector, E is the elasticity matrix. Based on the load forecasting information of each load node and Equation (3), the actual load of each load node under real-time the electricity price can be calculated. At present, load forecasting is mostly for a certain distribution area, reflecting the load change of the entire area. It is difficult to obtain load forecasting data for each node of a distribution network. However, with the development of smart meters, grid operators can obtain user's electricity consumption in real time, which provides the necessary data foundation to analyze the user's habit and makes it possible to forecast electricity consumption by nodes.
User Response Model and Compensation Strategy of Interruptible Load
Traditional IL projects are often provided for industrial or commercial users with more than a certain capacity. However, with the development of smart grids, especially smart measurement technologies, small users, such as residential users, have taken a lot of development to participate in demand-side bidding after packaging [37] . As for the diversity of cluster users, they are often in different states when dispatch instructions are issued, making it difficult to cut off all the load agreed at the designated moment. Therefore, such IL protocols need to be set to be more relaxed, enabling users not to cut off all the load immediately [38] . This will lead to the position that the time characteristics of their response are very important for the accuracy of grid operation and dispatching, however there is little relevant literature to study or discuss that. For this type of IL, it is assumed in this paper that its response characteristic is shown as in Figure 1 . At time t s , when a dispatch instruction for cutting off P il of IL is issued, P r load is cut off immediately, but the remaining load will be gradually cut off within t r period due to the different states that they are in until the all cut off at time t e . In the actual situation, some users are sensitive to compensation, and part of their appliances can be turned off at any time. This part of the load will immediately respond to dispatch instructions. Some other users are not sensitive to compensation, or some of the appliances cannot be immediately shut down. This part of the load will respond to the dispatch instructions according to the actual situation. In other words, it takes a process for clustered users to cut off all IL agreed, instead of treating it as a 0, 1 variable in many dispatch models. Because there is no real data to follow, the characteristic of cutting off in t r period is hard to be described accurately. In order to reasonably take the time response characteristics of IL into account, line (curve 1), concave parabola (curve 2) and convex parabola (curve 3) models were constructed as shown in Figure 1 , respectively. As shown in Figure 1 , instant response responsibility α is defined as the ratio of the instant response P r to the agreed response P il , and the response time t r is defined as the period from the instruction release time t s to the complete response time t e . α = P r /P il (7)
With the installation of smart meters and the acquisition of real-time electricity data, the accurate response model of cluster users can be gradually improved based on the data analysis methods of big data analysis and machine learning. The three models constructed in this paper can be used to characterize the three basic modes of cutting off, such as constant rate cutting off (curve 1), accelerated cutting off (curve 2), and decelerated cutting off (curve 3). Although the actual characteristics may be multiple combinations of the three modes, this paper attempts to theoretically analyze the application of the cluster users' response time and responsibility in dispatching; the basic modes are feasible to some extent.
Different from traditional IL protocols of which the amount of interruption and interrupt time are completely determined, it is required to consider the instant response responsibility and response time besides the amount of interruption and interrupt time when developing compensation costs for such IL, in order to encourage users to cut off the load timely at the specified moment. For example, the lower the instant response responsibility and the longer the response time, the less the compensation costs that will be given. When attracting active loads that do not have an instant cut-off capability to participate in the grid operation, it is required to ensure adequate responsivity and response time. Based on the above considerations, the compensation coefficient of IL proposed in this paper is defined as Equation (9).
where, t r,0 and θ 0 are the reference values of response time and compensation coefficient, respectively. The compensation coefficient is composed of two parts. The load of instant response is compensated according to the reference compensation coefficient, and the response of the delayed response is compensated according to the response time. In the dispatch model constructed later, the compensation coefficient above is used to calculate the compensation cost of the DSO to the IL users. In order to attract more users to participate in such protocols, in the numerical simulations the compensation coefficient reference value is set as 1.6 compared to the commonly used 1.2, and the response time reference value is set as 1 h. The actual protocol can be adjusted based on user participation.
Model of Sources

Operation and Cost Model of the Micro-Turbine
Due to the low efficiency of power generation, micro-turbines usually operate in a combined heating and power (CHP) mode. Also, there are two operation strategies for the CHP micro-turbine: thermal load domain mode and electric load domain mode. In the electric load domain mode, a constant thermal load price is used in this paper to calculate the profit of the micro-turbine for selling heat. Because we focus on electricity dispatch, the demand and balance of heat load are not taken into account. Also, the micro-turbine is not the main heating unit. In the thermal load domain mode, a variable heat load price is set to reflect the heat demand, and then the heat gains are calculated. Under different modes, the operating cost and profit calculation formula of the micro-turbine is the same. The operation cost F t MT is made up of several parts: the loss cost of start-stop, the cost of fuel consumption, the abatement cost of emission, and the benefit of cogeneration, as shown in Equation (10) [39] .
where, ∆T is the control step; sw t MT,on and sw t MT,o f f are the star-stop state transition variables of micro-turbine, respectively, sw t MT,on = 1 indicates the start operation and sw t MT,o f f = 1 indicates the stop operation; d MT,on and d MT,o f f are the costs of start and stop, respectively; u t MT is the start-stop state variable of micro-turbine, 1 indicates operating state and 0 indicates stop state; P t MT is the power output of the micro-turbine; f MT is the generation cost function; h MT is the emission abatement cost function and l MT is the benefit function of cogeneration.
Common cost account methods and operating constraints (mainly including the limit of micro-turbine unit output limit, output ramp rate constraints, minimum start-stop time constraints, and start-stop logic constraints) are adopted in this paper. Detailed models and parameters can be found in [39] .
Model of Renewable Energy
The output of renewable energy resources, such as wind and photovoltaic power, is intermittent and fluctuant, which is related to wind speed, solar radiation, and the characteristics of the generators [40] . Therefore, the forecast of renewable energy resources output has become basic work for their utilization. Many models and algorithms have been used to predict wind power output for different timescales [41] . The relevant commercial software has been able to achieve high prediction accuracy in wind power short-term forecast, ultra-short term forecast, etc., for example, the accuracy of short-term forecast can reach 80% (root mean square error, RMSE), and ultra-short term forecast accuracy can reach 90% [33] . In general, the predictions closer to the current time are relatively more accurate. Considering this, the short-term and ultra-short term forecasts of wind power are both used in establishing the day-ahead and intra-day dispatch models respectively to reduce the impact of prediction errors on the scheduling results. In addition, the moving horizon optimization method is used in the intra-day dispatch. The remaining errors are considered to be balanced by the input power from PCC (point of common coupling) and the AGC (Automatic Generation Control) of conventional generators.
Specific wind power and photovoltaic power generation models can be found in [40] . In order to maximize the use of renewable energy, many current practices treat it as a negative load and completely eliminate it without control [2, 32] . Therefore, this paper only considered the fluctuation of new energy output represented by wind power, without considering the cost and the control of its output.
Operation and Cost Model of Energy Storage Device
Life damage caused by charge and discharge is the main consideration of the operation cost of lithium batteries and other electrochemical energy storage devices. Life damage has relationship with charge and discharge frequency, depth and other factors [42] , and the cost of battery life damage in the t-th dispatch period is shown as Equation (11):
where, C B is the energy storage price, S rated is the rated capacity of the energy storage, N 0 is the total cycle life of the energy storage,S t ES , S t−1 ES are states of charge (SOC) of the end of the current and last period.
The upper and lower bounds of the charge and discharge power of the energy storage device, the SOC constraints, and the logic constraints of charge and discharge also use the common form, and detailed models and parameters can be found in [42] .
Day-Ahead and Intra-Day Integrative Dispatch Strategy of ADN with Multi-Type Active Loads
The control objects of the optimal dispatch of ADN in this paper include micro-turbines, energy storage devices, and active loads. The integrative dispatch strategy contains two time scales: day-ahead dispatch and intra-day dispatch, and typical dispatch time scale and step are adopted. The dispatch time scale and step of day-ahead dispatch are 24 h and 1 h respectively, while they are 4 h and 15 min for intra-day dispatch. With short-term renewable energy and load forecasting, the distribution network operation mode and real-time prices of the next day are optimized, and the optimal objective is the overall benefit of both the DSO and users. In the intra-day dispatch, with more accurate ultra-short-term renewable energy and load forecasting, the output power of the control objects are adjusted to minimize the operating cost of the DSO using an MPC algorithm, while user response model and compensation strategy of IL is taken into account. At present, algorithms for short-term forecast and ultra-short term of load and renewable energy are mature enough and will not be repeated here. Day-ahead and intra-day integrative dispatch architecture of ADN is shown in Figure 2 : The dispatch model of day-ahead and intra-day can be expressed as the mathematical model shown in Equation (12) max f (P, p, sw, u)
where, f(P, p, sw, u) is the objective function; h(P, p, sw, u) and g(P, p, sw, u) are the system's equality constraints and inequality constraints respectively; P, p, sw, and u are the power variable, electricity price variable, state transition variable, and state variable, respectively. The composition and logical relations of optimization variables, constraints, and the objective functions are shown in Figure 3 . 
Day-Ahead Economic Dispatch Model
In the day-ahead optimal dispatch model, both the real-time prices and operating status of each device are optimization variables. The real-time price no longer only reflects the supply and demand status of the current period, but also acts as an important control measure for the grid operation like other operating control variables, and guides the load curve to a suitable state in order to achieve the optimal global economy. The goal of day-ahead dispatch is to maximize the total benefit for both the user and the DSO on a day-long time scale. The objective function is shown as Equation (13) .
where, f(P, p, sw, u) is the objective function of day-ahead dispatch; f 1 (P, p, sw, u) is the DSO benefit, which is composed of electricity fee income p * d and ADN operating cost C(P, p, sw, u); f 2 (p, d) is the user benefit, which is composed of user utility U(p, d) and electricity expenditure p * d; d is the load demand. From Equations (14) and (15), we can see that the electricity fee income is the electricity expenditure of the user, and the overall benefit depends on user utility and grid operating cost, which has no direct relationship with the electricity fee p * d. However, changes in prices and loads will indirectly affect user utility and the grid operating cost, thus affecting overall profitability.
For electricity users, in the existing real-time price model, the utility of users is usually measured by the utility function in economic theory. According to economic theory, there are many different kinds of utility functions in the commodity market. The response behavior of electricity users can be expressed by the model of the utility function. The quadratic form in Equation (16) is most commonly used [19] . (16) where, γ is the preset constant, which characterizes the user's response sensitivity to the price, which is usually taken as 0.5 [20] ; d is the load demand of the user; ω is the user's purchase intention parameter, and different users have different values at different times of a day. The value of user utility function can be obtained through market survey.
In terms of the distribution network, the operating cost is mainly composed of the power generation cost and the power distribution cost, as shown in Equation (17) . Of them, the power generation cost is the cost of purchasing electricity from the transmission network. To characterize the difference in power generation costs under different operating states, the power generation cost function of the typical synchronous generator is used, as shown in Equation (18) . The distribution cost depends on the operation mode of the distribution network, mainly including distributed micro-turbine operating cost F MT , energy storage operating cost F ES, and IL compensation cost F L , as shown in Equation (19) .
From Equation (19) , the distribution cost F d depends on the load change of the power grid, while the load change of the grid is guided by the real-time price, and the real-time price is constrained by the grid operating cost. Therefore, the strategy proposed in this paper is the process of interaction between optimal operation of ADN and real-time pricing, which tends to be the best. In addition, the day-ahead dispatch must consider the basic power balance constraint.
Intra-Day Optimal Dispatch Model
The day-ahead economic dispatch initially determines the next day's electricity price and grid operation mode. The focus of intra-day optimal dispatch lies in the real-time adjustment of power variables based on the ultra-short term renewable energy and load forecasting and the real-time operation status of ADN. The objective function is that the operation cost of the distribution network is the lowest, shown as Equation (20):
Due to that, the time scale of the MPC algorithm used by intra-day dispatch is 4 h, the SOC of the energy storage cannot account for the operating status and economy of the whole day. Therefore, it is necessary to add the SOC constraint in the constraints, shown as Equation (21):
where, S ahead ES and S intra ES are the SOC of energy storage in day-ahead and intra-day dispatch respectively. In addition, since only the power balance constraint is considered by day-ahead dispatch, voltage and flow limit problems may occur during the optimization process. Therefore, the power flow and voltage constraints should be considered during the intra-day dispatch. During the flow calculation, the real-time power of the grid will include the power loss of the network, that is, the power generated is the sum of the load power and the network loss power. Therefore, although the objective function does not include the loss item, the loss will be indirectly included in the operation cost of the grid. In order to reduce the impact of uncertainties in the renewable energy and load forecasting, moving horizon optimization strategy based on MPC is adopted for intra-day optimal dispatch of ADN.
Model Soving Approach
Day-ahead and intra-day integrative optimization dispatch model in this paper is a nonlinear mixed integer programming problem (MINLP). The objective of day-ahead dispatch is to maximize the overall benefits of the grid and users, and the optimization variables are the hourly real-time prices and the operating status of each device of the next day. The goal of intra-day dispatch is to minimize the operating cost, while the operation status of each device at every fifteen minutes are the optimization variables. Based on the solution of the model, the ADN real-time pricing results and the dispatch results of each device can be obtained.
MINLP is one of the most difficult problems in the field of programming solution, and there is no unified and efficient solution. However, software for solving this problem has also been developed in recent decades, including the open source software BONMIN, COUENNE, LaGO, SCIP, etc., as well as the commercial software BARON, DICOPT, KNITRO and so on. Proposing an innovative solution algorithm is not the focus of this paper, so the open source software SCIP was directly used to solve the model. SCIP [43] implements a spatial branch and bound algorithm using LP for bounding, which can obtain the global optimal solutions of convex and nonconvex minLP problems. The simulation results show that the solution efficiency of this model satisfies the dispatch requirements.
Case Study and Results
The simulation is carried out based on the IEEE 14 nodes distribution network system, as shown in Figure 4 . Node 2 is connected with a micro-turbine, whose upper limit of power is 0.1 MW; node 8 is connected with a wind turbine and a storage battery whose capacity is 1 MWh and upper limit of power is 0.3 MW; and there are ILs at node 14, of capacity 0.1 MW. The benchmark electricity price is 9.516 cents/kWh. Considering the change of generating cost in a different period of time, it is assumed that b = 0, c = 0, a = 100, 300, and 400 for valley, off-peak, and peak hours, respectively [20] . The peak hours are 07:00-11:00 and 17:00-21:00, the off-peak hours are 12:00-16:00 and 22:00-23:00, the valley hours are 00:00-6:00. The number of users on each node is 10. The user purchase intention parameters are shown in Table 1 [20] . The price elasticity coefficient is shown in Table 2 [35] . The minLP model is built on the basis of YALMIP and OPTITOLLBOX and is solved by using the solver SCIP in MATLAB (R2014a (8.3.0.532), MathWorks, Natick, MA, USA). By solving the day-ahead dispatch model, the hourly real-time price and the load response curve (the current load) under the real-time price can be obtained as shown in Figure 5 . Under the effect of real-time price, the peak-to-valley difference of load is obviously reduced and the whole load curve is smoother, which can reduce the operation pressure of the grid. Real-time pricing basically presents the characteristic of higher price with heavier load, but the price does not depend entirely on the load level. The price in the current period will affect the load all day and thus change the operation mode and operation cost, which is why the real-time pricing and grid operation mode are optimized together. The day-ahead power curves and corresponding state of the storage are shown in Figure 6a ,b, where SOC is the state at the end of each dispatch period. Overall, IL provides power support for the grid only at the peak period for reducing operating costs. The storage catches the peak to fill the valley through charging and discharging, and the savings in the power purchase cost are greater than its charging and discharging losses, which can improve the economy of the ADN operation. For the results above, the CHP micro-turbine operates in electric load domain mode. To analyze the influence of different operation modes on the results, the thermal load domain mode was simulated and the corresponding power curves are shown in Figure 7 . Because the demand and supply situation of the heating load is uncertain, to reflect the demand of the heating load, the heating price is set 50% higher at 0:00-6:00, 21:00-24:00 and 50% lower at 11:00-16:00 than that of the electric load domain mode. From the simulation results, we can see that, under the electric load domain mode, the micro-turbine runs in low power state at 0:00-4:00 when the electric demand is low; under the thermal load domain mode, the micro-turbine runs in high power state almost the whole day except at 6:00-7:00 when the electric demand and heating demand are both low. It shows that the model proposed can adjust the dispatch result for different running modes of the micro-turbine for maximum benefit. Based on the day-ahead dispatch results, it is possible to keep the data of the case unchanged and carry out the simulation of the intra-day moving horizon optimization. To facilitate the analysis, the linear model is used to analyze the time response characteristic of IL, with an instant response of 0.5 and a response time of 1 h, while the CHP micro-turbine operates in electric load domain mode. The result is shown in Figure 8a . The corresponding state of the storage is shown in Figure 8b , in which the reference value of SOC is the result of the day-ahead model. Figure 8a shows that the intra-day moving horizon optimization results have a similar trend with the day-ahead optimization control results. The micro-turbine, storage, and IL will operate in a coordinated way, responding to fluctuations in load and wind power output, resulting in the lowest operating cost of the ADN. In addition, an additional SOC constraint is introduced in the intra-day dispatch so that the optimized SOC result is between 0.8 and 1.2 times the day-ahead SOC result. Figure 8b shows that the inter-day depth of charge and discharge of energy storage is less than the day-ahead result, which is due to the time scale of intra-day optimization. The peak-to-valley difference of load within the optimization time window is smaller, thus the storage tends not to charge or discharge. Taking 0:00-4:00 as an example, the load peak-to-valley difference is very small. If the optimization time window is such, the storage will not charge, resulting in the lack of energy at 18:00-20:00. With the constraint Equation (21) added, the storage has to charge according to the results of the day-ahead optimization to increase the SOC to 0.65, to meet the peak load demand at 18:00-20:00.
Comparison between Real Time Price and Constant Price
In order to illustrate the superiority of real-time price, the constant price strategy was simulated and analyzed under the same conditions, which is recorded as Strategy 2. Strategy 2 is the basic dispatch model, which can be easily found in many studies [44, 45] . The strategy of this paper is recorded as Strategy 1. The constant electricity price is 9.516 cents/kWh. The result is shown in Figure 9a ,b. In Strategy 2, the load curve does not change, and the peak-to-valley difference is relatively larger. Compared with Strategy 1, the storage will charge and discharge more greatly. At 18:00-20:00, the discharging power of the storage under the real-time price strategy is only 0.2 MW, and the SOC is finally maintained at 0.45. Under the constant price strategy, the discharging power of the storage reaches the upper limit of 0.3 MW and the SOC reaches the lower limit of 0.2. At the same time, due to the higher overall load level, the cut-off time of IL also increases to a total of 7 h at 9:00-11:00 and 17:00-20:00.
The results of cost and benefit of each part of ADN in Strategy 1 and Strategy 2 are shown in Table 3 . In Strategy 1, the utility of users is relatively low. But if the electricity fee paid by users is take into account, the calculated users' benefit is increased by $417.8 compared with Strategy 2, indicating that the real-time price strategy can effectively balance the interests of the users. For the DSO, since Strategy 1 can guide users to adjust their power consumption by using real-time price, the operation cost of the grid is relatively lower. Taking into account the electricity fee, the calculated benefit of the DSO is reduced by $411.4. However, the decrease in users' utility is lower than the decrease in the operation cost of the grid. Therefore, Strategy 1 is better than Strategy 2 in terms of the overall benefits of the DSO and users. In addition, for the DSO, despite the low operating profit under Strategy 1, there is still a hidden benefit in peak load shifting, mainly in two aspects: First, the reduction of reserve capacity costs; the second is to reduce the expansion investment due to transmission congestion caused by peak load. Therefore, the benefits of the DSO will not be limited to the direct benefits calculated in this paper. Since the above benefits are difficult to quantify in the dispatching and operating phases, the modeling in this paper considers only the direct benefits of ADN operation. Taking into account the above indirect benefits, the advantages of Strategy 1 relative to Strategy 2 will be more obvious.
Comparison between Sepertate Optimization and Combined Optimization
In order to further explain the advantages of the combined optimization of real-time price and optimal dispatch, the following strategy (Strategy 3) was designed, that is, the real-time electricity pricing and the ADN dispatch were optimized step by step:
Pricing phase: The cross-elasticity coefficient of the load is not considered, i.e., the electricity price in each period only depends on the cost (power generation cost, network loss, etc.) and the benefit (DSO and user comprehensive income) of the time section, regardless of energy storage and IL scheduling. This phase is similar to the existing real-time pricing strategy based on the marginal cost method; 2.
Dispatch phase: The real-time electricity price determined in the pricing phase is used as a known quantity. This dispatch model proposed in this paper is used to optimize the AND operation.
The two phases of Strategy 3 are common practices in the listed researches [2, 19, 32, 46] . They usually only concerned with their own problems and simplify the others.
The results are shown in Figure 10a ,b. The results of Strategy 1 and Strategy 3 are shown in Table 4 . For Strategy 3, in the pricing phase, the grid operating cost only considers the cost of power generation, i.e., the cost of power purchase and the operating cost of the micro-turbine and the optimization process will minimize these two costs, which decrease by $18.3 and $23.4, respectively. The users' utility also improves by $14.7. Compared with Strategy 1, Strategy 3 increases the benefit by $56.4 on the above three indicators. Because Strategy 3 does not need to take into account the constraints of dispatch, the pricing phase has more room for optimization, making the partial results of Strategy 3 better than Strategy 1. Although optimal results can be obtained at each step of Strategy 3, the overall benefits are not as good as the combined optimization of Strategy 1. As can be seen from Figure 10b , the depth of the storage charging and discharging is greater and the interruption time of the IL is longer, resulting in a cost increase of $2.4 and $57.2 respectively. Taking into account the increase in the above dispatch costs, the reduced costs and increased benefits of the Strategy 3 in the pricing phase are completely offset. Eventually, the overall benefit of Strategy 3 is lower than that of Strategy 1. Comparing the above three strategies, from the perspective the overall benefit, Strategy 3 using RTP is better than Strategy 2 using constant price, indicating that the introduction of real-time price is conducive to economic operation of ADN. Strategy 1 is better than Strategy 3, indicating that the integrated optimization of the real-time pricing and dispatching give fuller play to the advantages of RTP and achieve the best overall benefits.
Comparison and Analysis of Response Time Characteristics of Interruptible Load
In the paper, the response time characteristics of IL were analyzed and modeled to deal with the problem in the actual dispatch of IL, making the dispatch result more practical. To analyze the influence of the response time characteristics of the IL on the operation of ADN, the following strategy (Strategy 4) was designed: the response time characteristics of the IL were not taken into account. Similar scheduling strategies can be found in [47, 48] . Combined with the results of the day-ahead optimization, the grid cut off 0.1 MW of IL at 18:00 (corresponding to horizontal axis 72). Since the instant responsivity is 0.5 and the response time is 1 h, the grid actually cut off 0.05 MW of IL at 18:00, and the remaining 0.05 MW is gradually removed till 19:00 (corresponding to horizontal axis 76). Strategy 4 is optimized based on the total removal of IL at 18:00.
Considering that the optimization time scale is 4 h, the state of the grid over the period 0:00-14:00 will not affect the result of the 18:00-20:00 period when IL participates in the dispatching. To highlight the IL dispatch, the simulation is started from 14:30. The initial SOC of the storage is set to 0.8. The intra-day dispatch results of Strategy 1 and Strategy 4 are shown in Figures 11 and 12 , respectively. The results of cost and benefit of each part of ADN in Strategy 1 and Strategy 4 are shown in Table 5 . In the optimization time window, the original peak time is 18:00-20:00. For Strategy 4, the optimization considers that the 0.1 MW IL is completely removed at 18:00 and restored at 20:00, thus the peak time will still be 18:00-20:00. Therefore, there is little difference in the discharge capacities of storage between 18:00-19:00 and 19:00-20:00. However, due to the fact that the actual load (the current load minus the IL removed) during the period from 18:00 to 19:00 is heavier, the excess power can only be passively provided by the PCC, resulting in the increase of the power purchase cost. For Strategy 1, since the response characteristic of IL is taken into account, the discharge capacity of energy storage from 18:00 to 19:00 is much more than Strategy 4, giving more power support to the ADN and reducing the purchase of power with high price.
The simulation above focuses on the impact of whether or not the response time of IL is considered in the ADN dispatch. In order to further analyze the influence of different response time characteristics on the ADN dispatch, four different cutting off curves: line (constant rate removal), convex parabola (deceleration rate removal), concave parabola (increased rate resection), and immediate cutting off are simulated respectively. The results are shown in Table 6 . As shown in Figure 1 , compared with the linear characteristic, the IL of the convex parabolic characteristic is a faster response, so the load peak is reduced quicker, needing less assistance from the energy storage. As shown in Table 6 , the storage operating cost is reduced, so as the purchase cost. The immediate cut-off characteristic is an extreme case, which corresponds to the lowest operating cost. On the contrary, the concave parabolic characteristic corresponds to the highest overall operating cost.
The above results show that, generally, the faster the IL response, the more favorable the operation of ADN. In actual operation, the ADN can preferentially select the IL with faster response speed, or reduce the compensation cost for the IL with slow response speed, so as to obtain better economic benefits. Therefore, through the establishment of an accurate IL response model and the corresponding incentive measures, DSO can obtain better economic benefits.
Conclusions and Discussion
A day-ahead and intra-day integrative dispatch model for ADN was established in the paper, combining real-time pricing with optimal dispatching. Models of multi-type active loads are proposed with a better dispatch effect achieved. Through theoretical analysis and numerical simulation, the following conclusions were obtained:
1.
Compared with the existing constant price mechanism, the introduction of real-time price can better guide users' electricity consumption behavior. However, the existing real-time pricing strategy research pays more attention to the real-time pricing mechanism itself, and the pricing process does not consider enough the follow-up influence to the ADN operation. In this paper, the real-time pricing and the ADN dispatching are integrated and optimized, and the advantage of real-time price can be better utilized to achieve a win-win situation between end-users and DSO. 2.
The traditional deterministic IL protocols have poor flexibility. This paper introduces a new IL protocol that can exert the regulatory potential of small cluster users. Based on the analysis of its response characteristics, more refined control and better economic benefits can be achieved when integrated into the ADN dispatch optimization model.
The establishment of the user response model in this paper is only based on theoretical analysis, and it is certainly different from the actual situation. However, with the increasing popularity of smart measurement devices, the increase in user controllability, the acquisition of large amounts of user data, and the application of data mining techniques and machine learning methods, the user's control characteristics and response models can be better analyzed and established. In turn, this will increase the participation of users and make the DSOs and users obtain improved benefits.
Although the power generation and load forecasting data at different time scales are used to reduce the influence of the prediction error on the dispatch results, an error still exists. How to properly consider the impact of error in the dispatch model will be a focus of our future research.
Using data mining technology and machine learning methods to establish more accurate response models of multi-type active loads is another planned future work. 
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